COPYRIGHT © COPYRIGHT IS VESTED IN THIS DRAWING AND NO USE, REPRODUCTION OR

DUPLICATION HEREOF MAY OCCUR WITHOUT THE WRITTEN CONSENT OF LIVE LINE TECHNOLOGY i7
8 | 7 | 6 | 5

—270

270—

2802

2195
2195

—

2111
2111

\ | f DETAIL B

. FIRE WALL INSTALLATION DETAIL - A

COMBI UNIT INSTALLATION

2078

5424

3823
3313
3346

2544
2735

SIDE VI EW EITQWN 20/03/2021 LIVE LINE TECHNOLOGY
CHECKED www.liveline.co.za
A SAR TITLE

NOTE: e BOTSWANA SS 500kVA_33kV_11kV
1. BOND COMBI TO TRANSFORMER TANK. ==
2. USE 16-35mm SQ. COPPER OR EQUIVALENT FOR GROUNDING BY CROWFOOT EARTH. O CEVIN RISI — — —
3. BOND THE LV NEUTRAL ONTO THE TRANSFORMER TANK ON THE LV SIDE. i IS—— 5 COMBI - 006/21
4. BOND THE COMBI EARTH ONTO THE TRANSFORMER TANK ON THE HV SIDE. R e eieine s T Sy
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