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COMBI - 006/21

TITLE

BOTSWANA SS 500kVA_33kV_11kV
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NOTE:

1. BOND COMBI TO TRANSFORMER TANK.

2. USE 16-35mm SQ. COPPER OR EQUIVALENT FOR GROUNDING BY CROWFOOT EARTH.

SIDE VIEW
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