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NOTE:

1. BOND COMBI TO TRANSFORMER TANK.
2. USE 16-35mm SQ. COPPER OR EQUIVALENT FOR GROUNDING BY CROWFOOT EARTH.

3. ENSURE THAT JUMPERS DO NOT INTERFERE WITH FUSEOPERATION.
4. REMOVE OLD SURGE ARRESTERS.
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TRANSFORMER STRUCTURE UGANDA

MV THREE PHASE H-POLE
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